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Zu dieser Anleitung

Diese Anleitung beschreibt die Aufputzmontage und Unterputzmontage der dezentralen Liftungs-
gerate mit Warmertickgewinnung Typ Ne**t

Lesen Sie vor Montage diese Anleitung sorgfaltig und vollstandig durch! Beachten Sie unbedingt
die allgemeinen Sicherheitshinweise und die Sicherheitssymbole mit Hinweisen im Text.

Diese Anleitung ist nach Abschluss der Montage an den Nutzer (Mieter, Eigentiimer, Hausverwal-
tung usw.) weiterzugeben.

Zeichen in dieser Anleitung

Dieses Zeichen warnt Sie vor Verletzungsgefahren.

Dieses Zeichen warnt Sie vor Verletzungsgefahr durch Elektrizitat.

Sicherheitshinweise

Vorsicht! Jede Montagearbeit am Liftungsgerat darf nur bei allpolig abgetrennter Netz-
spannung erfolgen! Das Luftungsgerat ist schutzisoliert nach Schutzklasse I, der Schutzleiter-
anschluss entfallt!

Achtung! Der elektrische Anschluss darf nur von autorisiertem Fachpersonal und nach
glltiger VDE 0100 vorgenommen werden!

Achtung! Dieses Gerat darf nicht von Kindern und Personen (Filterwechsel/Reinigung)
bedient werden, die aufgrund ihrer physischen, sensorischen oder geistigen Fahigkeiten oder
ihrer Unerfahrenheit oder Unkenntnis nicht in der Lage sind, es sicher zu bedienen. Kinder
sollten beaufsichtigt werden, um sicherzustellen, dass sie nicht mit dem Gerat spielen.

Entsorgen

Entsorgen Sie die Verpackung sortenrein. Wenn Sie sich vom Gerat trennen mochten, ent-
sorgen Sie es zu den aktuellen Bestimmungen. Auskunft erteilt die kommunale Stelle.
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Wandgehause Ne**t DE

Achtung! Der umlaufende Kragen muss im fertigestellten
Unterputzeinbau mit seiner Oberkante putzbiindig sein!
Dies ist fur die korrekte Funktion des Gerates von ent-

scheidender Bedeutung!
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Technische Daten DE

Geratespannung: 230 V AC 50 Hz
Steuerspannung: 1-10VDC SELV
Elektrische Leistungsaufnahme: 5,7-40/46,5 W
Schutzart: IP 22
Volumenstrom: 15-90/110 m3h

Einbauposition

Montieren Sie das Luftungsgerat
mit einem empfohlenen seitlichen
Mindestabstand von 30 cm und
einem empfohlenen Mindestab-
stand nach oben und nach unten I min. 15 cm
von 15 cm.

Der seitliche Abstand dient zur
Gewahrleistung der Liftungsfunk-
tion, der Abstand nach oben und

nach unten der Montagefreiheit. -—
min.
Wir empfehlen, das Gerét in einer 30 cm

Hoéhe von 1,50 m einzubauen,
damit eine nutzerfreundliche Be-
dienung gewahrleistet ist.

Fenster

Montagebesonderheiten

. Das Liftungsgerat muss im Innenraum lotrecht an einer AuRenwand installiert werden.

. Es ist nur eine Einbaulage mdglich und zwar mit oben befindlichen nach rechts und links
zeigenden Luftoéffnungen.

° Das Luftungsgerat muss fir Betrieb und Wartung immer frei zuganglich sein, die Luftéffnun-
gen dirfen nicht zugebaut, verstellt oder abgedeckt werden

. Stellen Sie bei nachtraglicher Montage sicher, dass im Bereich des Mauerdurchbruchs keine
Versorgungsleitungen (z.B. Gas, Wasser, Strom) liegen

] Stellen Sie sicher, dass der Mauerdurchbruch den statischen Erfordernissen vor Ort ent-

spricht, ziehen Sie ggf. einen Sturz ein.

Einsatzbereich

Temperatureinsatzbereich: - 15°C bis +40°C

Einsetzbar bei einer relativen Luftfeuchte bis 65% im Innenraumbereich. Kondensatbildung wahrend
der Heizperiode kann méglich sein. Bei Uberschreitung der Einsatzgrenzen Gerét ausschalten und
Innenblende verschlieRen. Frischluftzufuhr durch Fensterluftung sicherstellen.

Entsteht Kondensat, wird dieses automatisch nach auf3en abgefihrt. Achten Sie bitte im Winter da-
rauf, dass es zu keiner Eisbildung auf dem Gehweg kommt.



Einbaubeispiele

Aufputzmontage

Unterputzmontage
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Auflenblende
1/EGA

AufBenblende
1/HWE-2 oder
1/HAZ-2
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Versandeinheiten

Uberpriifen Sie die Lieferung auf Vollstandigkeit und einwandfreien Zustand!

Einbaugehéduse

Aufputzset

Typ 3INXT

+ Putzschutzdeckel (= Bohrschablone), passives
Ubergangsstiick, EPP-Adapter inkl. Dichtband und
Schraubenzubehor

Typ 3/NXT-AP

passives Ubergangsstiick

Elektrischer Klappenverschluss

Liegt immer der Liefereinheit
+Einbaugehause* bei!

Typ 9/KVEN-2 Bestell.-Nr.: 040 095

+ Schraubenzubehor




Rundkanal fiir Wanddurchfiihrung

EPP-Adapter

DE

Rohr DA 160 mm

Putzschutzdeckel

(=

Typ 2/AD 160 Bestell-Nr.: 039 965

AuBenverschliisse Entweder

Oder

AuRenblende Typ 1/EGA
Bestell-Nr.: 040 019

AuBenblende-
Unterteil

Deckel

+ Schraubenzubehor

Wetterschutzhaube Typen:
1/HWE-2 weil} Bestell-Nr.: 040 107
1/HAZ-2 anthrazit Bestell-Nr.: 040 108

Rahmen

N

Abdeckung

> \ oy

Verbindungs-
schrauben

+ Schraubenzubehor




Montage - Klappenverschlu

Setzen Sie die EPP-Adapter in
der bendtigten Lange auf den
elektrischen Klappenverschluss
bzw. das passive Ubergangs-
stiick auf und dichten Sie alle
Verbindungen mit dem beiliegen-
den Klebeband ab. Setzen Sie
die Einheit aus EPP-Adaptern
und elektrischem Klappenver-
schluss bzw. dem passiven
Ubergangsstiick von innen in
das Einbaugehause ein und
befestigen Sie diese mit den
beiliegenden Schrauben.

Isolieren Sie die Enden des
Kabel 5-7mm ab und schlielen
Sie den elektrischen Klappen-
verschluf? an.

Dem elektrischen Klappenver-
schluss liegt eine gesonderte
Montageanleitung bei.

Zwischen die umlaufenden Rip-
pen des elektrischen Klappen-
verschluss bzw. des passiven
Ubergangsstiickes muss umlau-
fend und fiillend ein dichtender
Klebstoff aufgebracht werden.
(z.B. Montagekleber 038733)

Der Anschluss muss Wasser-
dicht ausgefiihrt werden um das
Eindringen von Kondensat durch
die Verbindung zu vermeiden.

DE

\\

Verbindungen mit beiliegen-
dem Klebeband abdichten!

@ Kabel zum elektri-

schen Klappen-
verschluss

|\~

rot schwarz weif} gelb

/

umlaufende Rippen
abdichten




Montage - Aufputzmontage

Legen Sie mit Hilfe der
Bohrschablone (= Putzschutzde-
ckel) die Positionen der Diibelbe-
festigungen des Einbaugehéuses
und die Position der Kernbohrung
des Wanddurchfiihrungsrohrs
fest.

Stellen Sie die Kernbohrung fiir
das Wanddurchfiihrungsrohr her.
Bohren Sie die Lécher fur die
Wandbefestigungsdubel.

Stellen Sie das Netzkabel (und
ggf. die Steuerleitungen) bereit
Kabelaustritt aus der Wand nur
im auf der Bohrschablone mar-
kierten Bereich.

Montieren Sie den Rundkanal
innen und auRen mit leichtem
Uberstand zur Uberbriickung der
Putzdicke. Halten Sie das in der
Abbildung angegebene Gefille
ein. Dichten Sie den Rundkanal
umlaufend ab! (Montagekleber
Bestell-Nr. 038733)

Putzen Sie das Rohr auf3en ein.

10
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Kabelaustritt

Kernbohr &:
162 mm

Bohr @: 8 mm

Netzkabel- und
Steuerleitungs-
austritt nur in

diesem Bereich

zulassig \

innen

3mm

___ — Putzschutzdeckel —

aullen




Setzen Sie das Aufputzset durch
einfaches Zusammenstecken
aus seinen vier Wandteilen zu-
sammen.

Schieben Sie das Einbaugehau-
se in das Aufputzset ein.

Fihren Sie das Netzkabel (und
die Steuerleitungen) durch die
rickseitige Kabeltllle in das
Einbaugehause ein.

Nehmen Sie dazu die Netzan-
schlussplatine aus dem Einbau-
gehause und setzen Sie diese
nach erfolgtem Netzanschluss
wieder ein.

Befestigen Sie das Einbauge-
hause zusammen mit dem auf-
gesetzten Aufputzset an der
Wand.

Achten Sie dabei darauf, dass
der elektrische Klappenver-
schluss exakt in das Wandein-
baurohr eingepasst wird.
SchlieBen Sie das Netzkabel
(und die Steuerleitungen) an.
Elektrischer Anschluss siehe
Kapitel ,Elektrischer Anschluss -
Anschlussbilder".

Vorsicht! Jede Montagear-
beit am Liftungsgerat darf
nur bei allpolig abgetrenn-

ter Netzspannung erfolgen!

DE
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Montage - Unterputzmontage

Legen Sie mit Hilfe des Einbauge-
hauses die Position der Kernboh-
rung fur das Wanddurchfiihrungs-
rohr fest. Stellen Sie die Kernboh-
rung fir das Wanddurchfiihrungs-
rohr her.

Montieren Sie das Wanddurch-
fuhrungsrohr innen wandbiindig
zur Wandéffnung, auRen mit
leichtem Uberstand zur Uberbrii-
ckung der Auenputzdicke. Hal-
ten Sie das in der Abbildung
angegebene Gefalle ein. Putzen
Sie das Rohr auf3en ein.

Setzen Sie das Einbaugehause
in den Wandausschnitt ein. Ach-
ten Sie darauf, dass der elektri-
sche Klappenverschluss exakt in
das Wanddurchfiihrungsrohr
eingepasst wird. Richten Sie den
umlaufenden Kragen des Ein-
baugehauses wie abgebildet
putzbiindig aus.

Fixieren Sie das Einbaugehause
im Wandausschnitt (z.B. mit
Bauschaum).

12
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. Putzschutzdeckel
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Umlaufenden Kragen
putzbiindig ausrichten!




Schlitzen Sie den Kabelkanal fur
das Netzkabel (und ggf. die Steu-
erleitungen).

Fihren Sie Netzkabel (und Steu-
erleitungen) durch die seitliche
Kabeltille in das Einbaugehause
ein und schlieBen Sie diese an.
Nehmen Sie dazu ggf. die Netzan-
schlussplatine aus dem Einbauge-
hause und setzen Sie diese nach
erfolgtem Netzanschluss wieder
ein.

Elektrischer Anschluss siehe Ka-
pitel ,Elektrischer Anschluss -
Anschlussbilder”.

Vorsicht! Jede Montagear-
beit am Liftungsgerat darf
nur bei allpolig abgetrenn-

ter Netzspannung erfolgen!

Kabellange: ca. 20 cm

Montage - Montage AuBenblenden

DE

Die Montage der AuBenblenden 1/EGA und der Wetterschutzhauben 1/HWE-2 bzw. 1/HAZ-2

erfolgt entsprechend den diesen Teilen beiliegenden Montageanleitungen.
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Elektrischer Anschluss - Anschlussbilder DE

Sicherheitshinweise

Vorsicht! Jede Montagearbeit am Liftungsgerat darf nur bei allpolig abgetrennter Netzspannung erfolgen!

Machen Sie vor Anschluss des Liftungsgerates an die Netzspannung alle Anschlussleitungen spannungs-
frei! (Abtrennung vom Netz mit mindestens 3 mm Kontakt6ffnung, z.B. allpolig trennende elektr. Sicherung).

Jeder zu diesem Luftungssystem gehdrende Stromkreis muss mit einem Fehlerstromschutz (z.B. FI-
Schalter) ausgestattet sein!

Elektrischer Anschluss nur durch Fachmann!
Zusatzliche Installationen und elektrische Bauelemente in diesem Liftungssystem sind nicht zulassig!

Verwenden Sie als Netzkabel maximal NYM-J 5 x 1,5 mm? Der Anschluss des PE-Leiters ist unbe-
dingt notwendig!

Zur Anbindung der TAC und/oder der Gestensteuerung benutzen Sie Kabel des Typs J-Y(St)Y
(2x2x0,8), max. 1,5 mm? Die Anschlusslitzen fur den elektrischen Klappenverschluss sind werkssei-
tig beigelegt!

Netzanschlussleiterplatte und Netzanschlussklemmen sind zur Unterstiitzung beschriftet!
Keinesfalls eines der schon an die Netzanschlussplatine werksseitig angeschlossenen Kabel I6sen!

Anschlussbilder

@ Betrieb Uber das Bedienelement am Gerat und Darstellung der Anschliisse des elektri-
schen Klappenverschlusses, der Gestensteuerung und der TAC

Netzanschlussleiterplatte (Ansicht von unten)

Zum elektrischen gel%

Klappenverschluss WT'

9/KVEN-2 (optional) ro
schwarz

Zur Gestensteue-

rung 5/GS

(optional)

Zur TAC

(optional)

Netzanschluss
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Manuelles Schalten der Volumenstromstufen uber einen externen zweipoligen Taster:
L1 = Volumenstromstufe gréfier; L2 = Volumenstromstufe kleiner

Hinweis: DIP-Schalter 2 muss hierfiir in Position OFF sein.

Brﬂcke\ /

2-Wippentaster zweipolig

Manuelles Schalten der Volumenstromstufen tiber einen externen einpoligen Taster an L1
und gleichzeitigem Betrieb von einem oder mehreren Abluftventilatoren tiber Kopplung an
L2 zum Ausgleich des durch die Abluftventilatoren entstehenden zusatzlichen Unterdrucks.
L1: 1x Tasten: Volumenstromstufe grésser; 2x Tasten: Volumenstromstufe kleiner

Hinweis: DIP-Schalter 2 muss hierfiir in Position ON sein.

Silvento ec Silvento ec Silvento ec

Schalter
zweipolig

Taster
/einpolig
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Reference these directions

These directions describe the surface mounting and concealed installation of the decentralized
ventilation devices with heat recovery Type Ne*t

Before the installation, read these directions through carefully and completely! It is absolutely
necessary to consider the general notes on safety and the safety symbols with notes in the
text.

These directions are to be handed over to the user on completion of the installation (tenant,
owner, building administration etc.).

This symbol warns you of the danger of injury .

This symbol warns you of the danger of injury through electric current .

Notes on safety

Caution! All assembly work on the ventilation device may be implemented only with all-
pole disconnected mains voltage! The ventilation device is double-insulated according to Pro-
tection Class Il and the protective ground terminal is dispensed with!

Attention! The electrical connection may be carried out by authorized skilled personnel
only and according to valid VDE 0100!

Attention! This device (filter change/cleaning) may not be operated by children and per-
sons who are not capable of safely operating it due to their physical, sensory or intellectual
capabilities or their inexperience or lack of knowledge. Children should be supervised in order
to ensure that they do not play with the device.

Waste disposal

18

Dispose of the packaging sorted according to material. If you wish to detach anything from
the device, dispose of it according to current stipulations. The communal agency can provide
information.



Dimensioned drawings (all dimensions in mm)

EN

118 (with reference to blind)

118 (with reference to blind)

Ne*t - surface mounted

167 (with refe-
rence to blind)

510

Ne*t - concealed mounted

167 (with refe-
rence to blind)

510

510

510

239

66

Adapter and electrical
flap close-off

105

Adapter and electrical
flap close-off

278
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Wall housing Ne**t

308

57

Mains connection /
Adapter

Caution! The surrounding claws must be with
its upper edge plaster-flush in the finished plas-
ter below! This is of decisive importance for the
correct function of the device.

[] 480 (Recess wall min.  [1482)

330

254

283

152

380

170
(Depth of cut-

25

out min. 172)

102

EN
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Technical data EN

Device voltage: 230 VAC 50 Hz
Control voltage: 1-10VDC SELV
Electrical power consumption: 5,7-40/46,5 W
Protection type: IP 22
Volume flow: 15-90/115 m3h

Installation position

Mount the ventilation device with
a recommended lateral minimum
separation distance of 30 cm and
a recommended minimum separa-
tion distance of 15 cm above and I min. 15 cm
below.

The side separation distance
serves to ensure the ventilation
function, the separation distance

above and below the assembly -—
freedom. min.
30 cm

We recommend to install the de-
vice at an altitude of 1,50 meters
to ensure a user-friendly opera-

ting.
9 Window

Installation features

° The ventilation device must be installed indoors vertically on an external wall.

° Only one installation position is possible and this should indicate air ports to the right and left
above.

. The ventilation device must always be freely accessible for operation and maintenance, the
air ports may not be built over, adjusted or covered

° In case of retrofit installation, make sure that there are no supply lines lie (e.g. gas, water,
current) in the area of the wall break-through

° Make sure that the wall break-through corresponds to the local requirements, as appropriate
pull in a lintle

Area of application

Temperature application range: - 15°C to 40°C +

Can be used with a relative air humidity level up to 65% in the indoor area. Small build-ups of con-
densation during the heating season can be possible. In case of exceeding the employment limits,
switch off the device and close off inside screen. Ensure a fresh air supply through window ventila-
tion.

Condensate could occur, can drain and does not remain in the unit. In the wintertime please ensure
that there is no ice on the footpath under the outer hood and forming icicles will be be removed or be
assured that no one will be injured by falling objects.

21



Installation examples

Surface installation

Concealed installation

22
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External
panel 1/EGA

External panel
1/HWE-2 oder
1/HAZ-2

/




Dispatch units

Check the delivery for completeness and trouble-free status!

Wall installation housing

Surface-mounting set

EN

Type 3/INXT

+ Plaster protective cover (= drill
template), passive transition piece,
EPP adapter and bolt accessory

Type 3/NXT-AP

passive transition piece

Electrical flap close-off

Always enclosed with the delivery unit
"Wall installation housing"!

Type 9/KVEN-2 Order No.: 040 095

+ Bolt accessory

23




Round conduit for wall break-through

EN

EPP adapter

Pipe DA 160 mm

Plaster protective cover

=

Type 2/AD 160 Order No.: 039 965

External close-offs Either

Or

External panel Type 1/EGA
Order No.: 040 019

External panel
lower part

Cover

Weather protection bonnet types :
1/HWE-2 white Order No.: 040 107
1/HAZ-2 anthracite Order No.: 040 108

Frame

N

Cover

+ Bolt accessory

> \ oy

Connecting screws

+ Bolt accessory

24




Installation - Flap close-off

Connect the EPP adapter in the
required length to the electrical
flap closure or the passive transi-
tion piece and seal all connec-
tions with the supplied insulation
tape. Insert the unit from EPP
adapters and electrical flap clo-
sure or the passive transition
piece from the inside into the
wall housing and secure it with
the screws.

Strip the insulation from the
cable to the electrical flap close-
off 5-7mm und connect the elec-
trical flap close-off.

A separate assembly instruc-
tion is enclosed with the elec-
trical flap close-off.

Between the circumferential ribs
of the electrical flap close-off
respektively the passive transi-
tion piece a adhesive and filling
sealing must be applied circum-
ferentially (e.g. assembly adhesi-
ve 038733)

To prevent the connection of
ingressing condensate it must
be performed waterproof.

EN

\\

Seal connection with
accompanying tape

@ Cable to the elec-

trical flap close-off

AN

red black white yellow

/

seal circumferential
ribs
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Installation - Surface mounting

Stipulate the positions of the dow-
el fixing of the wall installation
housing and the position of the
core bore of the wall break-
through pipe with the aid of the
drill template (= plaster protective
cover).

Manufacture the core bore for the
wall break-through pipe.

Drill the holes for the wall fas-
tening dowels.

Make available the mains cable
(and as appropriate, the control
lines).

Cable exit from the wall only in
the area marked on the drill tem-
plate.

Mount the internal wall break-
through pipe flush with the wall
opening, externally with slight
protrusion for the bridging of the
external plaster thickness.

Keep to the slope indicated in the
illustration. Seal the wall break-
through pipe peripherally!
(Mounting adhesive Order no.
038733)

Plaster the pipe externally.

26

3 mm

EN
Cable exit Core bore @:
162 mm
Bore @: 8 mm
Mains cable
and control line
exit admissible
in this area
only \
) —— Plaster protective
inner P T outer




Compose the surface-mounting
set from its four wall parts by
simple interconnecting.

Insert the wall installation hous-
ing into the surface-mounting
set.

Guide the mains cable (and the
control line) into the wall installa-
tion housing through the rear-
side cable-support sleeve.

For this purpose, take the mains
connection circuit board from the
wall installation housing and
return it after completed mains
connection.

Fix the wall installation housing
together on the wall with the
attached surface-mounting set!
Ensure in this case that the elec-
trical flap close-off is fitted exact-
ly into the wall installation pipe!
Connect the mains cable (and
the control line).

For electrical connection, see
chapter "Electrical connection -
wiring diagrams".

Caution! All assembly work
on the ventilation device
may be implemented only
with all-pole disconnected
mains voltage!

EN
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Installation - Concealed installation

Stipulate the position of the core
bore for the wall break-through
pipe with the aid of the wall instal-
lation housing.

Manufacture the core bore for the
wall break-through pipe.

Mount the internal wall break-
through pipe flush with the wall
opening, externally with slight
protrusion for the bridging of the
external plaster thickness.

Keep to the slope indicated in the
illustration. Clean the pipe exter-
nally.

Insert the wall installation hous-
ing into the wall section. Ensure
the electrical flap close-off is
fitted exactly into the wall break-
through pipe. Align the surround-
ing collar of the wall installation
housing plaster-flush as repre-
sented.

Fix the wall installation housing
in the wall section (e.g. with
construction foam).

28
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Core bore
@: 162 mm
. Cleaning protecti
inner — 9P T outer

3mm

Align surrounding collar
plaster-flush!




Slit the cable conduit for the mains
cable (and as appropriate, the
control lines).

Guide the mains cable (and the
control line) into the wall installa-
tion housing through the side
cable support sleeve and connect
these.

For this purpose, take the mains
connection circuit board from the
wall installation housing and re-
turn it after completed mains con-
nection.

For electrical connection see
chapter "Electrical connection -
wiring diagrams".

Caution! All assembly work
on the ventilation device
may be implemented only
with all-pole disconnected
mains voltage!

Minimung of the cable length:
20 cm.

EN

Installation - Installation of exterior panels

The installation of the external panels 1/EGA and the weather-protection bonnets 1/HWE-2

and 1/HAZ-2 is implemented in accordance with the assembly instructions enclosed with

these parts.
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Electrical connection - Wiring diagrams EN
Notes on safety

Caution! All assembly work on the ventilation device may be implemented only with all-pole disconnected
mains voltage!

Set all connecting lines voltage-free before connection of the ventilation device to the mains voltage!
(Disconnection from the mains with at least 3 mm contact gap, e.g. all-pole disconnection elec. protection).
Every electric circuit associated with this ventilation system must be equipped with a leakage current protec-
tion (e.g. residual-current-operated circuit breaker)!

Electrical connection by a specialist only!

Use maximum NYM - J 5 x 1.5 mm? as a mains cable. The connection of the PE conductor is abso-
lutely necessary!

For the connection of the TAC and/or the gesture control, use cables of the type J-Y(St)Y (2x2x0.8),
max. 1.5 mm? The pigtail connections for the electrical flap close-off are enclosed ex-works!

Mains connection circuit board and mains power connection terminals for the support are labeled!
Do not loosen one of the cables already connected by the manufacturer to the mains connection
circuit board under any circumstance!

Wiring diagrams

@ Operation over the operating element on the device and representation of the connec-
tions of the electrical flap close-off, the gesture control and the TAC

Mains connection circuit board (view from below)

For the electrical yehl!?w
flap close-off 9/ \r,<ved| €
KVEN-2 (optional) black

For the gesture
control 5/GS
(optional)

For TAC
(optional)
Netzanschluss
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@ Manual switching of the volume flow stages over an external two-pole button:
L1 = Volume flow stage more; L2 = Volume flow stage less
Note: DIP switch 2 must be in position OFF for that.

2-toggle switch 2-pole

Jumper\ /

@ Manual switching of the volume flow stages over an external single-pole button on L1 and
simultaneous operation of one or more air-extraction fans over coupling on L2 for the com-
pensation of the additional vacuum pressure arising from the exhaust-air ventilators.

L1: 1x key: Volume flow stage more; 2x key: Volume flow stage less
Note: DIP switch 2 must be in position ON for that.

Silvento ec Silvento ec Silvento ec

Switch
wo-pole

/Key
One-pole
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